
SPECIFICATION FOR DOMESTIC WATER BOILERS

Non-Condensing, Gas-Fired Steel Firetube Water Boiler

10 Horsepower (399,000 Btuh)
Furnish and install EMX gas fired water boiler(s). Supply _____ each of boiler model number 10 WB 125A-MXS as manufactured by RIVERSIDE HYDRONICS, LLC of Fort Worth, Texas. Each boiler will be rated for 10hp, with a maximum net output of 327 MBH. Efficiency of the boiler will be no less than 82%. 
The boiler will be of a moderate mass design with no minimum flow rate requirements. The boiler will be able to utilize a primary-only boiler loop arrangement. 
The boiler will be a vertical, steel fire tube type. It will be constructed and stamped in accordance with Section IV of the ASME code for a maximum allowable working pressure of 125 psi. The firetubes shall be rolled, beaded, and seal welded into the tube sheets. The boiler will be registered with the National Board of Pressure Vessel Inspectors. Copies of the ASME data reports shall be delivered to the owner upon request. The materials of construction shall consist of rolled plate, satisfying SA-516-70 grade material requirements and supported with all the necessary mill test reports as required by the ASME code.  
The boiler will be ETL-listed as a burner and boiler package. The boiler will be compliant with Factory Mutual and meet CSD-1 requirements. 

Combustion will be provided by a packaged, spark-ignition power burner with a gas train satisfying the requirements of UL 795 as a minimum. Combustion will be controlled by an electronic flame safeguard with pre-purge.
The boiler will be a category I appliance and vent under negative pressure. A barometric damper will ship with the boiler for field installation into the venting system if necessary.  

Temperature control will be provided by an adjustable thermostat. Boiler will include a manual reset temperature limiting device, a manual-reset electronic low-water cutoff, an ASME safety relief valve, and temperature and pressure gauges. Boiler will include terminals for remote activation by a boiler or building management system. Additional equipment and code requirements selected on form 34-606 will be provided. 
The boiler will be completely factory packaged and plumbed, requiring only job site hookup to utilities, venting, and the heating loop. Boiler shall include a handhole inspection and cleanout opening and a bottom blowdown valve. The boiler shall be insulated with heavy-density fiberglass insulation, jacketed with coated steel panels, and mounted on heavy-duty channel skids. Boiler will be hydrostatically tested at 1-1/2 times working pressure and factory fire tested to prove the operation of all controls and safeties. 
The boiler shall have a first-year, no cost service policy covering parts, labor and freight under certain conditions. The boiler will also be covered by a ten-year warranty against damage due to thermal shock. Complete copies of all warranties and service policies shall be provided to the owner.
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